H 1. EXISTING EQUIPMENT SHOWN SHALL REMAIN.
2. REMOVE EXISTING ELECTRIC UNIT HEATER. ASSOCIATED ACCESSORIES AND EXISTING
— N — SUPPORTS. PROVIDE NEW ELECTRIC UNIT HEATER (EUH-2) IN SAME LOCATION WITH NEW
HARDWARE AND MOUNTING BRACKET. EXISTING MOUNTING BRACKET AND RODS SHALL
NOT BE REUSED.
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